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CROSS-REFERENCED TO THE APPROPRIATE
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1200-8-6-.08(1) Life Safety

‘| (1} Any nursing home which complles with the

required applicable bullding and fire safety
regulations at the time the board adopts new -
codes or regulations will, so long as such
compliance [s maintained (either with or without
walvers of specliic provisions), be considerad o
be in compliance with the requirements of the
new codes or regulations,

This Rule Is not met as evidenced by:

Based on observation and record review, it was
determined that the Tacility failed to maintain the
automatic sprinkler system and its companents.

The findings Include:

Record review on March 3 and 4 between 10:00
a.m. revealed the following locations have dry
sprinklers that have been in service for 10 years
and have not been repiaced or have had a
reprosentative semple lested. These dry
sprinklers are In the following locations:

15 sprinkler heads In the kitchen.

. 1 sprinkler head in the kitchen cooler.

1 sprinkler head In the klchen freezer,

4 sprinkler heads In room 101.

3 sprinkler heaids In room 124,

2 sprinkler heads In room 123.

@D O o

These findings were verified by the maintenance
director and acknowledged by the administrator
during the exit conference on March 4 2014,
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. |the existing NFPA101 Life Safety Code was]

*The dry sprinider heads In setvice In the 47182014
kltchen, kifchen cooler, kitchen freezer,
Rms 101, Rms 124, and Rms 123 will be
replaced

| The Administrator verified the Corraction and

met.

Asion of Heslth Gare Faciiles

BORATORY DIRECTOR'S DR PROVIDER/SUPPLIER

ENTATIVE'S SIGNATURE

L ot iriiadgader.. S AR

%) DA

DD5524 ] ﬂ',&ml.ﬂ":}llﬂn ahdet 1 of 1




